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H I G H L I G H T S   A B S T R A C T  
• A novel airflow simulation studied AC inlet 

angle effects in an isolation room. 
• Cassette AC units at different angles (0, 15, 

and 30 degrees) to protect respiratory patients 
and healthcare workers. 

• Insights for healthier, more comfortable 
indoor environments were provided. 

• Comprehensive inlet angle optimization for 
air quality management considering 
performance factors. 

 This paper investigates a novel study about the influence of airflow simulation of 
an air conditioner (AC) inlet angle impacting negative pressure control in an 
airborne isolation indoor room (AIIR). The study focuses on four cassette Air 
Conditioner units set at different angles (0, 15, and 30 degrees) and their effect on 
air quality and airborne contamination removal for respiratory patients and 
healthcare workers by using computational fluid dynamics (CFD) simulations. 
Carbone dioxide is used as a tracer gas. The results showed that at a 0-degree angle, 
higher CO2 concentrations were observed compared to inclinations of 15 and 30 
degrees at three minutes. Inclinations of 15 and 30 degrees promote better air 
circulation with medium and high velocity, better Contaminant Removal 
Effectiveness (CRE), and better local Air Quality Index (LAQI), facilitating 
efficient dilution and dispersion of CO2. In addition, these angles reflect the 
direction of airborne contamination to the side of the wall and keep them away 
from the healthcare workers, ensuring the medical staff's safety. In conclusion, The 
LAQI findings indicated an index value of 1.01 when measured at a 15-degree AC 
angle. In contrast, measurements taken at 0 and 30 degrees yielded values of 0.96 
and 0.93, respectively, and the coefficient of restitution (CRE) exhibited values of 
approximately 100, 99.8, and 98 for AC angles of 15, 0, and 30 degrees, 
respectively, under low AC -velocity conditions. 
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1. Introduction 
Humans have made efforts in an attempt to create indoor spaces that are comfortable for themselves. Negative pressure 

isolation rooms are crucial in preventing the spread of airborne contaminants or pathogens within healthcare facilities, 
laboratories, and other sensitive environments. The design and operation of air conditioning systems in these rooms are essential 
for maintaining the desired level of isolation and ventilation. While the angle of an air conditioner may not directly affect the 
isolation of negative pressure, other factors, such as the configuration of supply and exhaust openings, airflow patterns, and room 
sealing, significantly influence the system's effectiveness. 

When evaluating the general pleasure of the environment, human health comes first. If the built environment is causing 
illness or detrimental to occupant health for whatever reason, this is cause for concern and could indicate a problem with the 
building system's design or technical operation. According to ASHRAE guidelines [1], there has been an increase in interest in 
both academic and practitioner literature on occupant health and building design because people spend between 80 and 90 percent 
of their time indoors, and studies have shown that a variety of comfort- and health-related effects are linked to characteristics of 
the building. SARS, or severe acute respiratory syndrome, recently posed a serious threat to the world at large. In terms of public 
health issues, COVID-19 is far worse than SARS (2003), Avian Influenza (2004), and H1N1 (2013) combined (2009). The world 
economy has seen its greatest recession since the Second World War, with more than 6 million lives lost [2]. One of the countries 
affected by the global coronavirus pandemic is Iraq. From February 24, 2020, in the city of Najaf, its appearance of 2020 has 
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been spread in Iraq. During the pandemic, 2.64 million cases and 25.4 thousand fatalities were associated with the coronavirus 
in Iraq [3]. With the effective creation of vaccines and the widespread use of immunization, we are steadily progressing in our 
fight against COVID-19. However, it has been noted in recent studies that additional viruses like COVID-19 will be transmitted 
to humans across animals as the global temperature environment changes [4]. There was a risk that a COVID-19-like illness 
would reappear in the future. Aerosols have been seen to be a significant COVID-19 transmission route [5,6]. Because the 
isolation ward has a greater control effect on the viral bioaerosols produced by patients' breathing patterns, COVID-19 patients 
can currently only be admitted and treated there [7]. However, the International Council of Nurses' inadequate numbers showed 
that over 90,000 healthcare workers (HCWs) were infected. Therefore, research into the effective removal of bioaerosols from 
isolation wards and the inhibition of their diffusion is essential to increase the safety of HCWs. Because indoor pollutants directly 
impact workers' health and well-being, it is critical to regulate indoor air quality (IAQ) in workplaces [8]. This is accomplished 
by installing heating, ventilation, and air conditioning (HVAC) systems in buildings to give residents comfortable temperatures 
and breathing air. These demands are met by supplying conditioned fresh air to control the environment's temperature and lower 
the concentration of pollutants [9]. 

The COVID-19 outbreak is challenging and severely influences people's quality of life due to the virus's adverse impacts on 
human health and other difficulties, such as the increasing incidence of poverty, the global financial crisis, and the job crisis. 
COVID-19 poses a significant risk to patients with preexisting illnesses since it may enter the upper-lower respiratory system 
and cause lung infections and chronic obstructive pulmonary disease. The virus's virulence, environmental sustainability, and 
longevity are all factors that will contribute to its global spread in the next years [10,11].To combat the COVID-19 outbreak, 
numerous medical, social, and engineering measures have been suggested. These include approaches for treatment, prevention, 
detection, and prediction [11]. The burden of pathogens emitted indoors can be reduced and infections among occupants can be 
avoided with the help of engineering and architectural solutions. Experts are debating how to use effective ventilation and air 
disinfection methods to restrict the spread of COVID-19 in interior settings now that they have a better grasp of the virus [12]. 
Health consequences, route of viral departure from the body, concentration, and particle size distribution of the aerosol carrying 
the virus; the environment's physical features (temperature, humidity, oxygenation, UV light, suspension medium, etc.); the 
pattern of air circulation; and the presence or absence of biological contaminants, such as viruses, in the environment [13,14]. 
All these elements show how crucial it is to maintain indoor air quality that is at least as good as outdoor air in terms of pathogen 
removal and perceived cleanliness. However, most of our indoor workplaces are not built to stop the transmission of airborne 
infections. 

Currently, there is a lot of scientific research on COVID-19, particularly for public health interventions and engineering 
methods for enhancing IAQ. Table 1 shows a summary of the previous studies with different specific conditions. The isolation 
ward mostly prevented contaminants from flowing out by regulating the pressure differential between the wards. 

Prior studies lacked specific emphasis on air conditioning configurations, provided limited quantitative data, frequently 
lacked validation in real-world scenarios, neglected the variability in room geometry, and primarily focused on individual 
contaminants. The static system assumptions were frequently employed, while the advanced filtration systems were often given 
insufficient emphasis. This paper presents a numerical study investigating various air conditioning system configurations and 
their numerical implications for achieving the desired negative pressure in isolation rooms. By analyzing the numerical data and 
considering the interplay of key parameters, this study aims to provide insights into optimizing the design and operation of air 
conditioning systems to enhance isolation effectiveness and ventilation in negative pressure rooms. This work aims to provide 
the findings of numerical research conducted at the University of Technology to investigate the behavior and features of a real 
space. The research aims to acquire insights into many characteristics of space, such as its airflow patterns, temperature 
distribution, and air quality, by applying computer models and simulations. 

2. Numerical study 
CFD simulation, which can thoroughly analyze the spatial airflow and the spread of contamination, was used to analyze how 

the airborne contamination spread in isolation rooms based on the types and locations of the supply air diffuser and exhaust air 
diffuser.  

By quantitatively analyzing the numerical data, this study provides insights into effective strategies for mitigating CO2 levels, 
optimizing ventilation systems, and enhancing occupant comfort and well-being in indoor environments. The numerical work is 
based on assumptions in the present study, the following assumptions were made:- 

 
1. Transient flow. 
2. Three dimensional. 
3. Newtonian fluid. 
4. Incompressible fluid. 
5. Neglect radiation heat transfer. 
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Table 1: A summary of previous studies 

Space of study Case study Conclusion Ref. 
Bedroom.  Air purifying respirators with or 

without HEPA filtration. 
Positive effects of filtration require substantial exposure 
contrasts, especially in the bedroom, and possibly not 
confounding by drug intake or existing disease. 

[15] 

Cars. AC operation modes. Human subjects' HRV indices during the commute are 
affected by PM2.5 in the automobile, although using the 
AC may enhance air quality and mitigate these effects. 

[16] 

Room. Three ventilation MV, One and 
two-slot POV 

The decreased air velocity distribution may increase the 
patient's exposure to various indoor airborne pollutants 
during orthopedic surgery. 

[17] 

Office room. Comparison between AC types. The 4-way cassette is better than MV AC. [18]  

Office room. Indoor air disturbance with the 
conventional Mixing Ventilation 
system. 

The walking disturbance deteriorated the efficiency of 
personalized ventilation (P.V.), and the safe distance was 
0.85 cm. 

[19] 

Operating room. 4 different cases were examined 
with a real person and a thermal 
Manikin. 

The decreased air velocity distribution may increase the 
patient's exposure to various indoor airborne pollutants 
during orthopedic surgery. 

[20] 

Hospital. Three engineering strategies. The “low-level extraction” technique of ventilation 
systems effectively removes pollutants. 

[21] 

Full-scale room. Comparison of adaptive and 
ceiling ventilation 

A ceiling or upper sidewall air supply and adaptive wall-
based attachment ventilation result in a 15% - 47% lower 
average concentration of contaminants. 

[22] 

A ventilated room. Three angles of AC gate 0°, 30°, 
and 60° 

Increasing the AC inlet gate angle leads to flow 
distribution in the room with weak vortices. 

[23] 

Hospitals. Various ventilation strategies 
were designed. 

Pollutant removal was greatly influenced by the position 
of the exit; however, increased ventilation alone does not 
necessarily enhance air dispersion. 

[24] 

2.1 Geometry model and mesh generation 
 Geometry modeling and mesh generation are fundamental steps in numerical simulations and computational modeling 

across various scientific and engineering disciplines. Geometry modeling involves creating a virtual representation of the real-
world object or system under study. It encompasses defining the domain's shape, size, and geometric features. Mesh generation, 
on the other hand, involves dividing the geometric domain into smaller, interconnected elements or cells to facilitate numerical 
calculations.  

This study used a three-dimensional model of the isolation room, as shown below in  Figure 1. The room was drawn using 
the Solidworks 2022 package. For the numerical simulations, it is very necessary to have a precise representation of the room's 
geometry and an adequate creation of the mesh. The domain is partitioned into smaller pieces during the mesh creation to assist 
numerical computations. The geometry model accurately represents the space's size, shape, and characteristics. These processes 
guarantee that the simulation results are as accurate and faithful as possible. 

The dimension of the isolation room is 3.5 m×3 m×2.75 m. The air conditioner device has two parts (inlet and outlet unit). 
The inlet ventilation part is 0.3 m ×0.25 m in the upper part of the east wall, and the outlet dimension is 0.3 m×0.2 m in the lower 
opposite wall. The 4-way air supply cassette AC of (0.6 m×0.6 m) is located in the middle ceiling of the top wall, which was 
used to perform better than typical AC [18]. Two fluorescent lamps of 1 m are in the ceiling beside the AC. The patient body 
model of 170 cm in height and 78 kg weight with a realistic human head geometry containing full facial features was employed, 
and the mouth size is (0.02 m×0.02 m). The air conditioner (AC) dimension is (0.6 m×0.6 m) with three gate angles (0º, 15º, and 
30º) in the center of the roof of the isolation room, as shown in Figure 1. The air velocity exiting the air conditioner  (AC) is 
divided into 3 levels (low speed, medium speed, high speed) considered in the study. The relevant parameter in the numerical 
calculation is shown in Table 2. The airborne indoor isolation room is described in Figure 2. 

This study uses a tetrahedral mesh to achieve satisfactory convergence for a more accurate mesh and result. The total number 
of elements is approximately 1.32 million with medium smoothing, which seems sufficient for a reasonable resolution of the 
flow field by using mesh. Fluent meshing is used due to the complex geometry model and unstructured grids around the human 
body, as shown in Figure 3. To predict high resolution, the unstructured mesh was chosen for the volume domain with refined 
mesh in front of the human body. Mesh quality and statistics are target skewness 0.9, max: cell length 0.05 m, mesh quality 0.2, 
and growth size 1.2. 
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Figure 1: The indoor unit of a ceiling-type air conditioner [25] 

 
 

  
Figure 2: Geometric model of the operating room showing the isolation room ventilation 
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Figure 3: Mesh generation of the computational domain 

Figure 4 shows the AC inlet angle. The numerical relation between the angle of an air conditioner and the isolation of 
negative pressure in a room would depend on various factors, including the design and specifications of the air conditioning 
system, the room size, the airflow rate, and the desired level of negative pressure [26-28]. Table 2 shows the three cases that 
were investigated as follows: 

Table 2: Case studies 

Case number θ(deg.) Air Conditioner Volume Flowrate (CFM) 
1  0º Low speed 

2  0º Medium speed 

3  0º High speed 

4  15º Low speed 

5  15º Medium speed 

6  15º High speed 

7  30º Low speed 

8  30º Medium speed 

9  30º High speed 

 
Figure 4: AC inlet gate angle 

2.2 Tracer gas study CO2 
Carbon dioxide, sometimes known as CO2, is a naturally occurring gas that is an essential component of our planet's 

atmosphere. However, increased CO2 levels may have detrimental impacts on the health and well-being of humans when they 
are found in enclosed situations. To maintain a healthy and pleasant indoor environment, it is necessary to have a solid 
understanding of the behavior and distribution of CO2 as an interior gas. This article summarizes the findings of computational 
research that aimed to investigate the dynamics of carbon dioxide CO2 as an internal gas in various indoor situations.  
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The numerical analysis will consider ventilation rates, room dimensions, and air circulation patterns. The study will examine 
the influence of these factors on the buildup and distribution of CO2, helping to identify potential areas of concern and areas for 
improvement in indoor air quality management. The present study used CO2 as a tracer gas instead of aerosol particles because 
it was more reliable and effective in previous studies [29]. Some papers used other gases, such as N2O [30] and SF6 [19]. 

2.3 Governing equations 
The thermal and flow fields are simulated numerically, solving the stable turbulent Navier-Stokes and energy equations 

using the Finite Volume Method (FVM), including the continuity equation.  
Thus, the Reynolds-averaged Navier-Stokes (RANS) technique was used to represent the unsteady flow and is often used to 

solve the airflow field. Because of its reliability in forecasting airflow fields across solid bodies, the RNG k-ε model with 
improved wall treatment was used [31–33]. In addition, it performs well in room ventilation [34]. A three-dimensional transient 
study was selected for modeling in this case. This model was used in the study of [35,17,36]. The SIMPLE algorithm is used to 
couple the pressure and velocity. A power law scheme was adopted for momentum equation and energy equation discretization. 
The momentum, energy, and k-ε equations were discretized using the second-order upwind scheme, while the transient term was 
discretized using the second-order implicit scheme. As for pressure, the “PRESTO!” scheme was used since it accounts for 
pressure gradients at the boundaries[19,37]. The transient evolutions of the air velocity, air temperature, and CO2 concentration 
are simulated. The general equation becomes as bellow: 

2.3.1 Conservation of mass: continuity equation 
        Equation 1 can be expressed mathematically for an incompressible fluid as: 

 𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

+ 𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

+ 𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

= 0   (1)   

where: vu,  and w  are the velocity corresponding of three components to the  yx,  and z directions, respectively. 

2.3.2 Conservation of momentum: momentum equation of newton’s      
Second Law 
  Equation 2 in x-direction 

    𝜕𝜕(𝜌𝜌𝜕𝜕)
𝜕𝜕𝜕𝜕

+ 𝜕𝜕(𝜌𝜌𝜕𝜕𝜕𝜕)
𝜕𝜕𝜕𝜕

+ 𝜕𝜕(𝜌𝜌𝜕𝜕𝜕𝜕)
𝜕𝜕𝜕𝜕

+ 𝜕𝜕(𝜌𝜌𝜕𝜕𝜕𝜕)
𝜕𝜕𝜕𝜕

= −𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

+ 𝜇𝜇 �𝜕𝜕
2𝜕𝜕

𝜕𝜕𝜕𝜕2
+ 𝜕𝜕2𝜕𝜕

𝜕𝜕𝜕𝜕2
+ 𝜕𝜕2𝜕𝜕

𝜕𝜕𝜕𝜕2
 �  (2) 

Equation 3 in y-direction 

 𝜕𝜕(𝜌𝜌𝜕𝜕)
𝜕𝜕𝜕𝜕

+ 𝜕𝜕(𝜌𝜌𝜕𝜕𝜕𝜕)
𝜕𝜕𝜕𝜕

+ 𝜕𝜕(𝜌𝜌𝜕𝜕𝜕𝜕)
𝜕𝜕𝜕𝜕

+ 𝜕𝜕(𝜌𝜌𝜕𝜕𝜕𝜕)
𝜕𝜕𝜕𝜕

= −𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

+ 𝜇𝜇 �𝜕𝜕
2𝜕𝜕

𝜕𝜕𝜕𝜕2
+ 𝜕𝜕2𝜕𝜕

𝜕𝜕𝜕𝜕2
+ 𝜕𝜕2𝜕𝜕

𝜕𝜕𝜕𝜕2
 � + 𝑆𝑆𝑏𝑏𝑏𝑏   (3) 

in z-direction  Equation 4 
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+ 𝜕𝜕2𝜕𝜕
𝜕𝜕𝜕𝜕2 

 �  (4) 

2.3.3 Conservation of energy 
Mass, energy, and momentum are constant values within a closed system. The first law of thermodynamics states that 

everything that enters is equivalent to something from the system in Equation 5  [38]. 

 𝜌𝜌 𝜕𝜕
𝜕𝜕𝑥𝑥

(uT) + 𝜌𝜌 𝜕𝜕
𝜕𝜕𝑦𝑦

 (vT) +𝜌𝜌 𝜕𝜕
𝜕𝜕𝑧𝑧

 (wT) = 𝜕𝜕
𝜕𝜕𝑥𝑥

 (𝛤𝛤𝑒𝑒𝑒𝑒𝑒𝑒.ℎ
𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

) + 𝜕𝜕
𝜕𝜕𝑦𝑦

 (𝛤𝛤𝑒𝑒𝑒𝑒𝑒𝑒.ℎ  𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

) + 𝜕𝜕
𝜕𝜕𝑧𝑧

 (𝛤𝛤𝑒𝑒𝑒𝑒𝑒𝑒.ℎ 𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

) +𝑆𝑆𝜕𝜕 (5) 

2.3.4 Transport equation 
The turbulence kinetic energy, k, and its rate of dissipation, ε, are obtained from the following transport equations below: 

 𝜕𝜕
𝜕𝜕𝑥𝑥

  (𝜌𝜌𝜌𝜌k) + 𝜕𝜕
𝜕𝜕𝑦𝑦

 (𝜌𝜌 v k) + 𝜕𝜕
𝜕𝜕𝑧𝑧

 (𝜌𝜌 wk) = 𝜕𝜕
𝜕𝜕𝑥𝑥

 ( 𝜇𝜇𝜕𝜕
𝜎𝜎𝑘𝑘

𝜕𝜕𝜕𝜕 
𝜕𝜕𝜕𝜕

) + 𝜕𝜕
𝜕𝜕𝑦𝑦

 ( 𝜇𝜇𝜕𝜕
𝜎𝜎𝑘𝑘

 𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

) + 𝜕𝜕
𝜕𝜕𝑧𝑧

 ( 𝜇𝜇𝜕𝜕
𝜎𝜎𝑘𝑘

 𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

 ) +𝐺𝐺𝜕𝜕- 𝜌𝜌ɛ (6) 
  And  

 GK = 𝜇𝜇𝜇𝜇[2( ( 𝜕𝜕𝜕𝜕 
𝜕𝜕𝜕𝜕

)² + (  𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

)² +  (  𝜕𝜕𝜕𝜕
𝜕𝜕𝜕𝜕

)²)+�𝜕𝜕𝜕𝜕
𝜕𝜕𝑦𝑦

+ 𝜕𝜕𝜕𝜕 
𝜕𝜕𝜕𝜕
� ² + �𝜕𝜕𝜕𝜕

𝜕𝜕𝑍𝑍
+ 𝜕𝜕𝜕𝜕 

𝜕𝜕𝜕𝜕
� ² + �𝜕𝜕𝜕𝜕

𝜕𝜕𝑍𝑍
+ 𝜕𝜕𝜕𝜕 

𝜕𝜕𝜕𝜕
� ²] (7) 

    The ε transport equation is given by: 
 𝜕𝜕

𝜕𝜕𝜕𝜕
(𝜌𝜌𝜌𝜌𝜌𝜌) + 𝜕𝜕

𝜕𝜕𝜕𝜕
(𝜌𝜌𝜌𝜌𝜌𝜌 + 𝜌𝜌 𝜕𝜕

𝜕𝜕𝜕𝜕
(𝜌𝜌𝜌𝜌𝜌𝜌) = 𝜕𝜕

𝜕𝜕𝑥𝑥
( 𝜇𝜇𝜕𝜕
𝜎𝜎𝑘𝑘

𝜕𝜕ɛ 
𝜕𝜕𝜕𝜕

)+ 𝜕𝜕
𝜕𝜕𝑦𝑦

( 𝜇𝜇𝜕𝜕
𝜎𝜎𝑘𝑘

 𝜕𝜕ɛ
𝜕𝜕𝜕𝜕

) + 𝜕𝜕
𝜕𝜕𝑧𝑧

( 𝜇𝜇𝜕𝜕
𝜎𝜎𝑘𝑘

𝜕𝜕ɛ
𝜕𝜕𝜕𝜕

 )     + (𝐶𝐶1𝐺𝐺𝜕𝜕−𝐶𝐶2𝜌𝜌ɛ) ɛ
𝜕𝜕

    (8) 
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σk, σε, C1, C2, C3, Cμ are the constants of the turbulent model given in Table 3. 

Table 3: Constants of the standard k-ε model 

σk σɛ C1ɛ C2ɛ Cμ 
1.0 1.3 1.44 1.92 0.09 

 

2.3.5 Modeling the turbulent viscosity 
The turbulent (or eddy) viscosity, µt, is computed as equation follows:   

 𝜇𝜇𝜇𝜇 = 
𝐶𝐶𝐷𝐷𝐷𝐷.K²

ɛ
   (9) 

where CD is an empirical constant, turbulence is defined as irregular velocity in equation below  [19].  

𝐾𝐾 =
1
2
�𝜌𝜌2 + 𝜌𝜌2 + 𝜌𝜌2 

2.4 Contaminant removal effectiveness  
Contaminant Removal Effectiveness (CRE) refers to the efficiency or effectiveness of a system or method in removing 

contaminants from a given environment. It quantifies the ability of a ventilation system, air purification device, or other 
engineering control measures to eliminate or reduce the concentration of contaminants in a specific space [34,39,40]  

CRE is typically expressed as a percentage or decimal value between 0 and 1. A CRE of 1 indicates that the system can 
completely remove the contaminants, resulting in an equilibrium state with no further increase in concentration. On the other 
hand, a CRE below 1 signifies that the system cannot remove contaminants efficiently, leading to an increase in the concentration 
of the contaminants over time [41]. 

The calculation of CRE involves comparing the initial concentration of the contaminant with the concentration after the 
implementation of the control measure or system. The difference between the two concentrations is used to determine the 
effectiveness of the system in removing the contaminants, as shown in the equation below [42,43]: 

 ɛ =  𝐶𝐶𝑒𝑒− 𝐶𝐶𝑠𝑠
𝐶𝐶𝑏𝑏− 𝐶𝐶𝑠𝑠

  (10) 

The letters Ce, Cs, and Cb represent the contaminant concentrations at the exhaust, supply, and average contaminant 
concentrations in the respiratory zone (1.3–1.7 m above the floor). CRE can be influenced by various factors, such as the 
efficiency of the control measure, airflow rates, filtration capabilities, and the contaminants' characteristics. It is an important 
parameter to consider when evaluating the performance of ventilation systems, air purifiers, or other engineering measures to 
improve indoor air quality and reduce exposure to harmful substances. By quantifying the effectiveness of contaminant removal, 
CRE provides valuable information for designing and selecting appropriate control measures to mitigate the impact of 
contaminants on human health and create healthier indoor environments [44]. 

2.5 Local air quality index  
The Local Air Quality Index (LAQI) is a gauge for air quality in a given location. A numerical value or rating is provided 

to indicate the overall air quality and the possible health concerns connected with air pollutants present in that location. 
 Typically, the index is broken down into subcategories, such as "Good," "Moderate," "Unhealthy," "Very Unhealthy," and 

"Hazardous," to provide a more nuanced picture of the air quality. A LAQI value of 1 represents a system where the air is 
perfectly mixed, indicating efficient ventilation and removal of polluted air from that specific location. Conversely, a higher 
LAQI value indicates a better ability of the ventilation system to effectively expel contaminated air from that particular point 
[24,44].  

 𝐿𝐿𝐿𝐿𝐿𝐿𝐿𝐿 = 𝐶𝐶𝑒𝑒
𝐶𝐶

         (11)           

Ce represents the average mass fraction of the contamination flowing outside the computational domain and C represents 
the mass fraction of the contaminant present at a particular site. It is important to note that the specific calculation and 
interpretation of the LAQI index may vary across different regions and countries, as it can be customized to suit local air quality 
monitoring programs and standards [34]. 

2.5.1 Boundary conditions and model validation 
Firstly, the transient evolutions of the air velocity, air temperature, and Co2 concentration are simulated. For the system 

airborne infectious isolation rooms (AIIR), according to the standard ASHRAE, the negative pressure difference must be 
maintained to reduce the airborne contaminant disease, and it was set at Pa at the outlet. In addition, it was assumed that the 
walls are adiabatic, with no heat transfer or storage within. The detailed boundary conditions used in the CFD method are 
summarized in Table 4 and Table 5.  
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Table 4: Boundary conditions of the CFD method 

Boundary surfaces Boundary conditions 
Analysis type   Transient solution with time step (0.1 s).  
Air conditioner 4-way Air Supply cassette AC with different inlet angles θ = (0º, 15 º and 30 º) (Figure 4), Temperature = 

18℃. 
Air supply Volume flowrate inlet= (600, 671, and 742) CFM, Temperature = 20℃. 
Air exhaust  Pressure outlet. 
Wall/ceiling/floor/bed Boundary wall, adiabatic. 
Ceiling lamp The wall boundary has a constant heat flux for each one, 40 W/m2. 
Mouth  
Tracer gas Co2 gas. 
Temperature 34.0℃ [39]. 
Breathing profile  UDF, turbulence intensity 10%,  

Table 5: Occupants and equipment's heat load summary 

Item No. Power (W) 
Person 2 80 W per person 
Lamp 2 40 W per one 

3. Results and discussion 

3.1 Contaminant distribution with patient’s breathing 
The current study investigated the distribution, concentration levels, and movement patterns of carbon dioxide (CO2) within 

different settings, such as workplaces, schools, and residential structures. The following physical results and discussions were 
observed: 

 Exhaled CO2 settles towards the ground: Figure 5 (a), (b) and (c) shows that exhaled CO2 tends to settle at low,  medium, 
and high speeds, respectively . This suggests that the CO2 content may stay relatively constant at lower elevations. This 
phenomenon is commonly observed in confined spaces with inadequate ventilation. 

 Concentration of CO2 decreases with increasing distance from the floor: As the distance from the floor increases, the 
concentration of CO2 decreases. The CO2 concentration is lowest near the occupants' breathing zone, typically around 
1.3-1.5 meters above the floor. This attenuation in CO2 concentration is influenced by airflow patterns, ventilation 
systems, and natural convection as shown in Figure 6, a front-view depiction of breathing contaminant distribution in 
the breathing zone is presented at zero degrees, showcasing three distinct inlet speeds: (a) low speed, (b) medium speed, 
and (c). 

 Buoyancy effects and temperature differences contribute to CO2 rise near the ceiling: Due to buoyancy effects and 
temperature differences in the room, CO2 may rise again near the ceiling, contributing to its buildup. Insufficient 
ventilation or inadequate dispersion of airflow in elevated locations can contribute to the accumulation of carbon 
dioxide (CO2). This phenomenon is illustrated, Figure 7 which illustrated the breathing contaminant distribution at the 
breathing zone at 15 degrees, featuring three different inlet speeds: (a) low speed, (b) medium speed, and (c) high 
speed. Additionally, Figure 8 portrays the breathing contaminant distribution at the breathing zone at 30 degrees, 
displaying three distinct inlet speeds: (a) low speed, (b) medium speed, and (c) high speed. This visual representation 
provides a comprehensive view of the spatial distribution of contaminants in the breathing zone under varying inlet 
speeds and angles, offering valuable insights into the dynamics of contaminant dispersion within the examined 
environment.  

 Room variables influence CO2 behavior: Factors such as room size, ventilation system design, occupant activities, and 
the placement and angle of the air conditioner can affect how CO2 behaves in a given space. Poor ventilation or airflow 
patterns due to inadequate architecture can result in CO2 buildup near the ground. 

 AC unit angle affects CO2 dispersion: When the air conditioner is positioned at a zero-degree angle as shown in figure 
9 which represent a top view of breathing contaminants at zero degrees AC angle featuring three different inlet speeds 
(a)low speed, (b) medium speed and (c) high speed , poor ventilation and airflow close to the ground can cause CO2 to 
become stagnant, leading to its buildup. CO2 is heavier than air and tends to sink to lower elevations. When the 
inclination angle increase as shown in the top plane in Figure 10 and 11, which illustrates the impact of varying AC 
inclination angles (15°, and 30°) the CO2  concentration was in the direction away from Health Care Worker (HCW) 
which offers more protection to health care workers and decreasing with increasing AC inlet speed as shown in (a),(b) 
and (c). The figure provides a visual representation of the different scenarios denoted by the combinations of AC 
inclination angles and airflow speeds, labeled as a, b, and c, respectively. The concentration of CO2 may rise near the 
ground without sufficient ventilation or a breeze to carry it away. 

 AC unit angle and airflow velocity correlation: Decreasing the angle of the air conditioner increases the airflow 
velocity, and vice versa. When the unit is tilted at a small angle, the airflow is most downwardly directed, resulting in 
greater mixing and dispersion of CO2 near the floor. The airflow may be dispersed more widely at steeper angles, 
potentially slowing it down and leading to CO2 buildup near the floor. 
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 Balancing AC unit tilt and speed for optimal airflow and CO2 dispersion: To achieve better air mixing and reduced 
CO2 concentrations near the floor, there needs to have an appropriate balance between the angle and airflow velocity 
of the air conditioner. Adjusting these parameters to meet the space's and its occupants' needs can enhance airflow and 
CO2 dispersion. 

 AC inlet angle and CO2 dispersion: Figures 6,7 and 8 illustrate the frontal perspectives of air conditioning (AC) units 
positioned at inclination angles of 0°, 15°, and 30°, respectively. These figures showcase three distinct airflow speeds: 
low, medium, and high, denoted as a,b and c, respectively. These visual representations provide a comprehensive 
depiction of the combined effects of AC inclination angles and airflow speeds on the distribution and movement of air 
from the AC units which showed that the CO2 concentration is greater when four cassette AC units are arranged at a 0-
degree angle compared to 15 and 30-degree inclinations. Tilting the AC units between 15 and 30 degrees allows for 
more diffuse and uniform airflow around the room, resulting in easier dilution and dispersion of CO2. 

 AC inlet angle and protection of healthcare workers: A 15-degree AC inlet angle was found to optimize the ventilation 
system's ability to create a "protected zone" around healthcare workers. By directing the airflow towards the sidewalls, 
this angle prevents airborne contaminants, including CO2, from accumulating in the breathing zone of healthcare 
workers. This design strategy reduces the risk of infection transmission, particularly in isolation rooms and healthcare 
settings where infectious diseases pose a significant risk. 

The current study's findings contribute to the development of evidence-based guidelines and recommendations for 
maintaining healthy indoor air quality standards, particularly in terms of CO2 distribution, concentration, and movement patterns. 

 
(a) 

 
(b) 

 
(c) 

Figure 5: The relationship between Co2 concentration and room height at three different inlet angles 
          and three different inlet speeds: (a) low speed, (b) Medium speed, and (c) high speed 
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(a) (b) 

 
(c) 

Figure 6: Illustrates a front view of breathing contaminant distribution in the breathing zone at zero deg,  
                               at three different inlet speeds: (a) low speed, (b) medium speed, and (c) high speed 

 

  
                                                (a)     (b) 

 
(c) 

Figure 7: Illustration of a front view breathing contaminant distribution at the breathing zone at 15 deg, 
                                  at three different inlet speeds: (a) low speed, (b) medium speed, and (c) high speed 
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(a) (b) 

 
(c) 

Figure 8: Illustration of a front view breathing contaminant distribution at the breathing zone at 30 deg, 
                                  at three different inlet speeds: (a) low speed,(b) medium speed, and (c) high speed 
 

  
(a) (b) 

 
(c) 

Figure 9: Illustration of a top view of breathing contaminant distribution at the breathing zone at zero deg. AC inclination  
                    angle at three different inlet speeds: (a) low speed, (b) medium speed, and (c) high speed 
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(a) (b) 

 
(c) 

Figure 10: Illustration of a top-view breathing contaminant distribution at the breathing zone at 15 degrees. AC inclination 
                     angle at three different inlet speeds: (a) low speed, (b) medium speed, and (c) high speed 

 

  
(a) (b) 

 
(c) 

Figure 11: Illustration of a top view of breathing contaminant distribution at the breathing zone at 30 degrees. AC inclination  
                   angle at three different inlet speeds: (a) low speed, (b) medium speed, and (c) high speed 
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3.2 Contaminant removal index (CRE) result 
Figure 12 indicates that the illustrations of a chart of the CRE of the present work at three different AC inclination angles 

and three different inlet velocities. The results suggest that setting the AC units at a 15-degree inclination optimizes the airflow 
patterns and ventilation effectiveness, leading to better removal of airborne contaminants, which reach 99.99% in high-speed 
mode, which is the maximum. In contrast, the 30-degree and 0-degree angles may result in suboptimal air circulation and 
pollutant removal, potentially leading to less effective indoor air quality improvement, which reached 99.91% and 98.1%, 
respectively, at high-speed mode in the overall three minutes. 

These findings highlight the importance of considering the AC inlet angle as a critical factor in achieving better indoor air 
quality and controlling airborne contaminants. Setting the AC units at an inclination of 15 degrees appears to be the most effective 
engineering measure for improving the removal efficiency of contaminants in the indoor environment. 

 
Figure 12: Illustrations of a chart of the CRE of the present work at three different  

                                             AC inclination angles and three different AC inlet velocities 

3.3 Local air quality index result 
Figure 13 shows a Local Air Quality Index chart with inlet AC velocity at three different angles (0˚, 15˚ and 30˚). Showing 

values greater than one at a 15-degree inclination of the air conditioner (AC) inlet angle and values less than one for the zero and 
30-degree angles suggests that the AC system's performance in terms of air quality improvement varies with the angle of the AC 
inlet. At the 15-degree inclination, the higher LAQI value indicates that the AC system's ventilation capabilities at negative 
pressure are more effective in reducing airborne contaminants and improving the local air quality. The inclined angle might 
facilitate better air circulation and capture of pollutants, resulting in a higher removal efficiency. In contrast, the lower LAQI 
values at the zero and 30-degree angles suggest a relatively reduced ability of the AC system to mitigate airborne contaminants. 
The straight or less inclined AC inlet angles may not promote optimal air mixing and pollutant removal, leading to lower 
efficiency in improving air quality. These findings highlight the significance of AC inlet angle in influencing air quality 
improvement. Optimizing the AC system's angle can enhance its performance in mitigating airborne contaminants and improving 
the local air quality. This could involve adjusting the AC unit's position or utilizing design modifications to optimize airflow 
patterns and increase contaminant removal efficiency. 

The results obtained from this study provide valuable insights for designing and optimizing AC systems in various indoor 
environments, particularly those where air quality is a concern. They emphasize the importance of considering the AC inlet angle 
as a parameter to enhance air quality management strategies, ensuring healthier indoor environments for occupants. Additionally, 
assessing the impact of  AC inlet angle on energy consumption, thermal comfort, and overall system performance would provide 
a comprehensive understanding of its implications in indoor air quality management. 

 
Figure 13: Illustrations of a chart of the LAQI of the present work at three different 

                                            AC inclination angles and inlet velocities 
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3.4 Validation 
The results of the current study are validated by comparison with the numerical study of  [45] and the current numerical 

study at zero AC angle at 7.5 L/S.P, as shown in Figure 14. The Local ventilation effectiveness between the two sets of results 
was evaluated, as described in Figure 14. The agreement between the two studies' solutions was found to be satisfactory. 

This difference may be attributed to factors such as the assumptions made in the numerical model and the precision of 
boundary conditions employed in the simulations. However, between the two studies, the maximum and minimum discrepancies 
were about (1-6 )% respectively.  

 
Figure 14: Comparison of current numerical results with Mareed study 

4. Conclusion 
From the previous findings of the present paper and the numerical results of CFD and according to the Coefficient of 

Removal Efficiency and Local Air Quality Index of Airborne Isolation Indoor Room at three different Air Conditioner angles 
and three different inlet air speeds, the following can summarize the conclusion of our study: 

 The CO2 concentration was higher when the four cassette AC units were set at a 0-degree angle compared to 
inclinations of 15 and 30 degrees. 

 A 0-degree angle may result in localized stagnant air pockets, hindering the dilution and dispersion of CO2 and 
leading to higher concentrations near the AC units. In contrast, inclinations of 15 and 30 degrees promote better air 
circulation, facilitating more efficient dilution and dispersion of CO2.  

 The Coefficient of Removal Efficiency at the 15-degree inclination of the air conditioner inlet angle demonstrates 
the highest removal efficiency for contaminants, making it the most effective angle for improving indoor air quality. 

 The conclusion based on the Local Air Quality Index analysis is that the LAQI values indicate higher air quality at 
the 15-degree inclination of the air conditioner inlet angle compared to the 30-degree and 0-degree angles, making 
the 15-degree inclination the most favorable for achieving better indoor air quality. 

 The findings emphasize the importance of selecting appropriate AC inlet angles as an engineering control measure 
to safeguard the safety and well-being of medical staff. Implementing the 15-degree inclination helps maintain a 
safer working environment, protecting healthcare workers from airborne contamination and ensuring the 
containment of potential infections within the isolation rooms. 

Finally, AC inlet angle on energy consumption, thermal comfort, and overall system performance would provide a 
comprehensive understanding of its implications in indoor air quality management. 
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